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1. ACS EQUIPMENT ROOM LAYOUT, INCLUDING QUANTITIES &

SPECIFICATIONS ARE SUBJECT TO MODIFICATION(S)

2. EXACT MOUNTING SPECIFICATIONS FOR ALL EQUIPMENT TO BE

COORDINATED WITH G.C. / E.C.

3. ACTIVE VENTILATION TO BE PROVIDED & COORDINATED BY MEP

ENGINEER / G.C. FOR AN ESTIMATED HEAT LOAD OF 38,400 BTU/HR

4. ESTIMATED HEAT LOAD ABOVE TO BE DISSIPATED AS :

· FRESH AIR MUST BE PROVIDED AT BOTTOM OF EQUIPMENT RACK

INTAKE(S)

· HOT AIR MUST BE REMOVED FROM TOP OF EQUIPMENT RACK(S)
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